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Abstrak 
  Analisis stabilitas transien sebuah sistem daya dengan pembangkit angin dibahas dalam makalah 
ini. Efek dari regulator tegangan otomatis, stabiliser sistem daya, kompensator sinkron statis pada sebuah 
system daya juga diteliti. Hasil berbagai simulasi menunjukkan bahwa penambahan stabiliser sistem daya 
dan kompensator sinkron statis mengurangi osilasi sudut rotor. Namun demikian, kompensator sinkron 
statis menunjukkan karakteristik pengurangan yang lebih baik dan meningkatkan stabilitas sistem 
terintegrasi angin. Kompensator sinkron statis telah memperkecil osilasi kecepatan secara mapan pada 
poros turbin angin kecepatan konstan. Sebuah indeks pengaruh transien telah diusulkan untuk 
membuktikan bahwa kompensator statis dapat memperkecil osilasi rotor.  
  
Kata Kunci: kompensator, osilator, regulator tegangan, stabiliser, stabilitas transien 
 
 
Abstract 
  Transient stability analysis of a power system with wind generation has been addressed in this 
paper. The effects of automatic voltage regulators, power system stabilizers, and static synchronous 
compensators on transient stability of a power system are investigated. Various simulation results show 
that addition of power system stabilizer and static synchronous compensators reduce the rotor angle 
oscillations. However, the static synchronous compensator shows better damping characteristics and 
improves the stability of the wind integrated system. It has been established that the static synchronous 
compensator damps out the speed oscillations in the shaft of the constant speed wind turbine. A transient 
impact index has been proposed to prove that the static compensator damps out the rotor oscillations.  
  
Keywords: compensators, oscillations, stabilizer, transient stability, voltage regulator 
 
 
1.  Introduction 
 Out of the total generation of power, a large part of it is being met by the conventional 
power sources like thermal, hydro, and nuclear. However, due to some inherent disadvantages 
like increased environmental impact, decreased water availability and radiation hazards of the 
conventional power sources more emphasis is being given to tap the non-conventional 
resources like solar, tidal, geothermal and wind energy in the present time. However, the 
utilization of these resources which are usually dispersed in nature make the operation of the 
power system very complex. Therefore, studies like optimal power flow, unit commitment, 
steady state stability and transient stability of such a complex system need to be addressed and 
studied. The transient stability being very crucial for the operation of the system has to be 
studied for a wind interconnected power system. Transient stability entails the evaluation of a 
power system’s ability to withstand large disturbances and to survive the transition to another 
operating condition. These disturbances may be faults such as a short circuit on a transmission 
line, loss of a generator, loss of a load, gain of load or loss of a portion of transmission  
network [1]. 
Traditionally, power system transient stability issues have been evaluated by 
considering the rotor angle stability of synchronous generators [2-7]. The effects of wind 
generator on rotor angle stability and power oscillations have been attempted in [8-10]. 
However, most wind farm installations employ induction machines, e.g. constant speed 
wind turbines (CSWT) and double fed induction generators (DFIG) [11]. As a result, rotor angle 
stability analysis is inadequate to fully evaluate system stability since induction generators may 
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introduce additional issues, e.g. voltage instability due to high reactive power consumption 
during transient disturbances [12]. Consequently, there is a need to carry out a detailed 
transient stability study which takes care of a system having wind generation. Hence, work in 
this direction is still wanting. 
Present work the transient stability of a wind interconnected power system is examined 
by considering both rotor angle stability and voltage stability. The investigation analyzes the 
angular position of the rotor with respect to time after the fault occurs in the system with and 
without devices like automatic voltage regulator (AVR), power system stabilizers (PSS), and 
static synchronous compensators (STATCOM). 
The paper is organized as follows. Problem formulation and the development of the 
solution methodology is described in section 2. Case studies and discussions with various 
scenarios like effect of wind generations, AVR, PSS and STATCOM are presented in section 3. 
Finally conclusions are drawn in section 4. 
 
 
2.  Research Method 
In a transient stability study load flow calculation is performed to obtain system 
conditions before the disturbance. In addition, the machine currents prior to the disturbances are 
calculated from the following expression.  
 
     1, 2, 3.........
*
P jQci ciI i mci
Eci
−
= =
 (1) 
 
where, m is the number of machines, *Eci  is the conjugate of computed terminal voltage of the 
ith machine, Ici  is the current injected by the ith machine. 
  ciP  and ciQ  are the scheduled or computed machine real and reactive terminal 
powers. When the machine i is represented by a voltage source of constant magnitude behind 
transient reactance, the voltage is obtained from ' '(0)E E r I jx Ii ci ai ti cidi= + + , where 
' ' '(0) (0) (0)E e jvi i i= +  is the initial value used in the solution of the differential equations. The 
initial internal voltage angle is expressed as 
 
' (0)1(0) tan
' (0)
vi
i
ei
δ −=
 (2) 
 
The initial mechanical power input (0)Pmi  is equal to the electrical air gap power Pei  
prior to the disturbance. This can be obtained from  
 lossesstator
ciP Pei += . When the effects of 
saliency and changes in field flux linkages are taken into account a voltage behind the 
quadrature axis synchronous reactance is used to represent the machine [1-2]. The rotor 
dynamics of the alternator is given by 
 
( )  for 1, 2...,
d
i sdt
d fi P P t i mmi eidt Hi
δ
ω ω
ω pi
= −
= − =  
 
 (3)   
    
Induction generators are representated for stability studies with stator transients 
neglected and rotor windings shorted. A single rotor winding is assumed to be the model of a 
deep bar or double cage rotor. Hence, it can be reduced to an equivalent single rotor circuit 
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whose parameters vary with slip. The induction generator equations are summarized as 
follows[1]:   
 
0
0
v R is s qsds ds
v R iqs s qs s ds
vdr
vqr
ω ψ
ω ψ
= −
= +
=
=
  (4)     
                                                                                                                         
 Equations (3) and (4) are simplified for implementation in transient stability studies. The 
rotor currents are eliminated to derive the relationship between stator current and voltage in 
terms of a voltage behind the transient reactance. The stator voltages can be combined and 
expressed in phasor form as: 
 
~
~ ~
' '( )V R jx I Vs s s s= + +
  
(5) 
 
where '
sx is the transient reactance of the induction generator.  
Eliminating the rotor currents and expressing the rotor flux linkages, equation (4) can be 
written as: 
 
( )1' ' ' '( )
0
1' ' ' '( ) ( )
'
0
p v v x x i p vs s qs r qd dT
p v v x x i p vq q s s rds dT
θ
θ
= − + − +
= − − − −
 
 
 
 
  
(6)
 
where '0T is the transient open circuit time constant expressed in seconds and p rθ is the slip 
speed in radians per second. sL and  rL  are p.u stator and rotor leakage inductances. 
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The rotor acceleration equation is given as   
      
1( ) ( )2p T Tr e mHω = −                                                           (7) 
 
eT  is the p.u electromagnetic torque developed by induction generator with sω =1.0 p.u. 
 
' 'T v i v ie q qsd ds= +  (8) 
 
The rotor dynamics shown in equations (3), (5), and (7) can only be solved by numerical 
methods like Runge-Kutta, modified Euler method etc. [1-7]. The modified Euler method has 
been used previously to solve the swing equations [6]. However, in this present work the fourth 
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order Runge-Kutta method is used to solve the differential equations. In the stability study for 
the considered test system, three different states as given below are considered: 
1) The prefault state which determines the initial condition for angles ( )X i  where i = 1, 2, …, n 
(n is the number of synchronous machine in the system). 
2) The fault state exists at 0t t=   and persists until the fault is cleared at t tcr=  
3) The post fault state with t tcr> ( t  is fault clearing time and tcr  is the critical clearing time). 
In the stability analysis for the considered system, the assumptions as taken in [13] are 
considered. The algorithm for the solution of swing equation is as follows. 
Step1. Model the network. 
Step2. Perform load flow analysis and compute the bus voltages and power injections. 
Step3. Compute the initial machine internal voltages. 
Step4. Compute the prefault admittance matrix Ybus, prefault. 
Step5. Solve the swing equation for the prefault period. 
Step6. Set t=0 and fault bus voltage equal to zero. 
Step7. Compute the fault system admittance matrix Ybus, fault. 
Step8. Solve the swing equation for the fault period. 
Step9. Isolate the faulted line. 
Step10. Compute the post fault admittance matrix Ybus,post fault. 
Step11. Solve the swing equation for the post fault period. 
Step12. Plot the rotor angle, power and voltage variations.  
The simulations have been done in power system analysis toolbox (PSAT) and 
MATLAB/SIMULINK® [14-15]. 
 
 
3.  Results and Analysis 
The transient stability of the different configurations of the power system is considered 
and the results thereon obtained are presented in this section. 
 
3.1. Case 1 
 Power system shown in Figure 1 a synchronous generator (SG) is connected to an 
infinite grid through a transformer and a double circuit. 
 
 
 
Figure 1. Basic power system for transient stability. 
 
 
The double circuit transmission line parameters are R and X respectively. The system is 
similar to the one as given in [1]. The system data has been taken as given in [1]. The fault 
considered is a symmetrical three phase to ground fault which occur at point F. The fault occurs 
at t = 1.0 secs  in line 2 shown in Figure 2 and the circuit breakers on the faulted lines are 
opened at t = 1.01 secs. At t = 1.07 secs the fault is cleared and the circuit breakers are 
reclosed.  
It is mentioned that three different conditions as mentioned below have been analyzed 
and the transient stability under these conditions is determined: 
1) The generator is not equipped with any excitation controllers like AVR and PSS. 
2) The generator is equipped with AVR. 
3) The generator is equipped with both AVR&PSS. 
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The results for the above mentioned conditions under various network conditions 
namely pre-fault, during fault and the post- fault are analyzed and shown in Figure 2. Rotor 
angle vs. time plots for pre-fault (both circuits in service) i.e. upto time t = 1.0 sec. during fault 
which occurs at point F in line 2 and the post fault (circuit 2 is out of service) for various 
excitation conditions are shown in Figure 2(a). During fault no power is transmitted to infinite 
bus. The short circuit current flows through pure reactance to the fault. Hence, only reactive 
power flows and the active power at the air gap is zero during the fault. The maximum power 
transfer occur at δ=900, beyond this value the system goes into instability. The plot clearly 
shows that when the effect of excitation controllers like AVR and PSS are not included, there 
exists a continual oscillation of rotor angle about δ=900 and is shown by a dotted line in  
Figure 2. Hence, there exists oscillation instability.  
 
 
 (a) 
 (b) 
 (c) 
 
Figure 2. (a).The Rotor angle curve showing the effects of AVR and PSS. (b). Output power 
delivered by alternator. (c). Alternator terminal voltage showing the effects of AVR and PSS. 
With AVR alone the system goes into complete unstable region. However, the PSS has 
been able to damp out the rotor angle oscillation once the fault is cleared and hence with PSS 
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the system is in stable condition. This condition has been shown by a solid line in Figure 2(a). If 
the rotor angle oscillations are left undamped, it will cause rapid power oscillations even after 
clearing the fault this is shown in Figure 2(b). The power oscillations cause undesirable tripping 
of the protective relays. When an AVR is present as an excitation controller for the generator 
then the rotor angle oscillations persist and are enlarged in magnitude as the is elapsed causing 
rotor angle instability. The generator terminal voltage Et  is compared with reference and the 
error is fed into a high exciter gain, without any transient gain reduction or derivative feedback. 
The terminal transducer is assumed to have a time constant RT . The presence of dips in power 
waveform is due to the effect of time constant of the terminal transducer.  
Power system stabilizer (PSS) and AVR as an excitation controller for the generator 
there exists a damping effect. The generator rotor angle oscillations under such a system are 
reduced and are shown in Figure 2(a). However the system remains stable without the loss of 
synchronism. The damping is provided by producing a component of electrical torque in phase 
with the rotor speed deviations. The settling time of the oscillations is 3.5 to 4 secs. Hence, due 
to an early settling of the oscillations the undesirable relay tripping is avoided in this case. 
The plots in Figure 2(c) show the terminal voltage variation of the alternator with time. 
Without any controller the terminal voltage is not constant and is of varying in nature. With AVR 
alone the generator terminal voltage has large variations because of rotor angle instability. As 
the PSS damps out the oscillations in the voltage waveform AVR and PSS enhances the 
voltage stability. The terminal voltage in this case lies well within the stability limits as shown 
with solid line. 
 
3.2. Case 2 
The power system in case 1 is modified by including a wind generator as shown in 
Figure  3. 
 
 
 
 
Figure 3. The modified system with wind generation.  
 
 
The data in p.u at a base of 2220 MVA for the wind generator is as given below. 
Induction generator data: rating 50 MVA, 0.69 kV, Rs = 0.01, Xs = 0.1, Rr = 0.01, Xr =0.1, Xm
= 3.5, H = 0.5, turbine Data: Hwr = 2.5 and gear ratio: 1/89; where, Rs is the stator resistance, 
Xs is the stator reactance, Rr is the rotor resistance, Xr is the rotor reactance, Xm is the 
mutual reactance, H is the inertia constant of the rotor and Hwr is the inertia of the turbine 
rotor. 
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The system comprises a constant speed wind turbine (CSWT) coupled to terminal bus 
of the alternator (Bus 1), through a transformer. A capacitor is placed at the terminals of the 
CSWT for providing the necessary reactive power compensation.  
   
 
 (a) 
 (b) 
 (c) 
 (d) 
 
Figure 4. (a) Rotor angle curve, (b) output power delivered by alternator, (c) alternator terminal 
voltage, and (d) terminal voltage of wind farm, with wind generation showing the effects of AVR 
and PSS. 
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Three phase symmetrical fault is considered to occur at t=1.0secs. The circuit breakers 
on the faulted lines are opened at t=1.01 secs and at t = 1.07 secs the circuit breakers are 
reclosed after the fault has been cleared. The case 2 is also analyzes for the three different 
conditions mentioned in case 1. The results for the case have been plotted in Figure 4. It is 
evident from Figure 4(a) that the addition of a wind farm the stability of the system is 
deteriorated in all the conditions i.e. without and with excitation controllers. This is due to the 
acceleration in the rotor of the alternator. When no excitation controllers are present the rotor 
angle oscillates around a value less than 900 causing oscillating instability. 
The PSS along with AVR damps out the rotor angle oscillations. However, the settling 
time for the oscillations in rotor angle and in output power is more when the wind generation is 
included, and is around 6.5 to 7secs as is obtained from Figure 4(b). The transient stability not 
only has to consider the rotor angle stability of the alternator but also the voltage stability as the 
induction generators associated with the CSWT consumes high reactive power and can lead to 
voltage instability. The terminal voltages of both alternator and wind farm show oscillations 
around a value less than 1 p.u with out any excitation controllers. PSS with AVR damps out the 
oscillations in the voltage waveforms and the voltage levels lie at 1 p.u which is well within the 
limits after the fault has been cleared as is evident from Figure 4(c) and Figure 4(d) respectively. 
The delay in damping out the oscillations can lead to frequent and undesirable tripping of 
protective relays even after the fault has been cleared. 
 
3.3. Case 3 
Effect of STATCOM on the system of case 2 on the rotor angle and voltage stability has 
been analyzed. The STATCOM is connected to the terminal bus (Bus 1) through a coupling 
transformer as shown in Figure 5. The data for the STATCOM is as follows. Rating: 50 MVA, 
3.6 kV, current control parameters gain K 50r = , time constant T 0.1secr = .  
 
 
Figure 5. The Modified system with wind generation and STATCOM. 
 
 
The STATCOM exchange the reactive power with the system bus is connected and 
directly affects the stability of the system. Three phase symmetrical fault is considered to occur 
at t = 1.0 secs. The circuit breakers on the faulted lines are opened at t = 1.01 secs and at t = 
1.07 secs the circuit breakers are reclosed after the fault has been cleared. The case is also 
analyzed for the three different conditions mentioned in case 1 and 2 respectively. The results 
thus obtained are as shown in Figure 6. 
The rotor angle variations with time for the three different conditions are similar to that 
of case 2. It is seen from Figure 6 (a) and 6 (e) that STATCOM along with PSS and AVR show 
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better damping. The system is unstable even with the addition of the STATCOM when no 
excitation controllers are provided in the power system. This is seen from the dotted plot in 
Figure 6(a). It can be inferred from Figure 6(a) that inclusion of AVR and PSS the oscillations in 
rotor angle are reduced. Figure 6(e) found that due to the placement of STATCOM the settling 
time of oscillations is reduced to around 3 seconds, hence the stability is enhanced with the 
installation of STATCOM in the power system. The power output also shows the similar 
characteristics as the rotor angle. It can be inferred from Figure 6(b) that there is a reduction in 
the power oscillations and the settling time has also reduced significantly in presence of 
STATCOM. Hence the rapid power swings in the line is reduced. Consequently, the frequent 
tripping of protective relays and undesirable interruptions can be avoided. 
 
 
 (a) 
 (b) 
 (c) 
 
Figure 6. The results of the STATCOM exchange the reactive power with the system bus 
(a) Rotor angle curve, (b) output power delivered by the alternator, (c) Alternator terminal 
voltage with STATCOM showing effects of AVR&PSS. 
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 (d) 
 
 (e) 
 (f) 
 
Figure 6. The results of the STATCOM exchange the reactive power with the system bus; (d) 
Terminal voltage of wind farm with wind generation and STATCOM showing the effects of AVR 
and PSS (e) relative rotor angle curves, and (f) Relative shaft speed curves with and without 
STATCOM (continued)  
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the wind farm to be operated safely even during a network disturbance such as a symmetrical 
three phase faults. 
 
3.4. Transient stability impact index 
 The impact of addition of components like AVR, PSS, STATCOM, wind farm etc. on the 
transient stability of the system is  also computed.  Transient stability impact (TSI) factor is 
proposed and is as given in equation (9). 
 
360 max
360 max
TSI
δ
δ
−
=
+
 (9) 
 
The ideal δmax is 90 known as critical stability angle limit [1], [2]. Any δ beyond this value 
leads to a low power transfer and instability. δ below this limit leads to lesser power transfer but 
the system is stable. For δmax = 90, the TSI is 0.6, i.e. the ideal value for a stable system 
transferring maximum power is 0.6. But with more components being added to the system such 
as wind generation TSI deviates from the ideal value. The deviation from the ideal value can be 
represented as a percentage impact factor given by equation (10). 
 
0.6
Impact %= 100
0.6
TSI−
×  (10) 
 
The impact factor of various scenarios is given in Table 1. The impact percentages close to zero 
is very stable. As the value increases, the stability goes on decreasing. TSI factor shows the 
impact of the particular scenario on the system. The ideal value of TSI is 60, as the value for a 
particular scenario deviates from ideal the impact on the system is also high depending on the 
deviation. Case 1 with only AVR shows a high value of impact than without any excitation 
controllers. Inclusion of AVR along with PSS shows the least impact. Similarly for case 2, 
inclusion of AVR alone cause severe impact than without any controllers but addition of AVR 
along with PSS reduces the impact on the system. STATCOM is installed in the wind integrated 
system the impact is considerably reduced with the addition of AVR along with PSS. 
 
 
Table 1. Transient stability impact index 
Case Power system scenario TSI Factor        % impact 
1 No controller 56.2556    6.2400 
AVR  alone 41.9245 30.1250 
AVR and PSS 57.6110    3.9816 
2 No controller   56.0067      6.6555 
AVR  alone   43.5674             27.3876 
AVR and PSS   51.3003   14.4990 
3 No controller   56.0437       6.5938 
AVR  alone   43.4249      27.6252 
AVR and PSS   57.4077       4.3205 
 
 
 
4.  Conclusions 
The transient stability has been determined when a wind farm is integrated with the 
power system. The wind penetration into the system causes deterioration in stability depending 
on the wind penetration level into the system. The stability of the wind integrated system during 
the network disturbance under normal condition is improved by incorporating a PSS with the 
exciter circuit of the alternator, which damps out oscillations and hence stabilizing the system. 
However, the settling time is quite high even in presence of PSS. The installation of a shunt 
device like STATCOM enhances further the stability by reducing the settling time of oscillations 
both in voltage and rotor angle. An impact factor has been proposed which shows the level of 
impact on transient stability under the various scenarios considered. The impact level in the 
presence of STATCOM and excitation controllers (AVR and PSS) is highly reduced. The 
STATCOM also reduces the shaft speed oscillations at the turbine end permitting a safe 
operation of wind turbine without fatigue during network disturbances. 
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